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CS-AZ-74
Construction Specification 
CS-AZ-74	Valves and Meters

1 Scope
The work shall consist of furnishing and installing valves and/or meters at the location as shown on the drawings.

2	Material
The material used in manufacturing valves and meters shall conform to the requirements in Material Specification MS-AZ-574, Valves and Meters.

3	Installation
Valves and/or meters shall be installed according to the manufacturer’s recommendations with no leakage at the maximum operating pressure.  Align the valve or meter to the adjoining pipe to prevent damage to the threads or flanges during installation.  All sealing materials or gaskets shall be in accordance with the manufacturer’s recommendations.

Care shall be taken to prevent damage to factory coatings during storage, handling and/or installation.
Anchor bolts and other items embedded in concrete shall be held in alignment and secured in true position during concrete placement.

4	Operational tests
Valves, meters, and appurtenances that have been installed shall be cleaned, lubricated, and serviced in accordance with the manufacturer’s instructions.  The equipment shall be tested throughout its full range of operation and adjusted as necessary for pressure and flow prior to use.

5	Items of work and construction details 
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