CONSTRUCTION SPECIFICATION

NE-208.  WATER CONTROL VALVES

1.
SCOPE

The work shall consist of furnishing, installing, and testing water control valves as shown on the drawings.

2.
MATERIALS

The valves furnished shall conform to the requirements specified on the drawings.  All valves shall be furnished complete with valve stems and other specified appurtenances.

3.
INSTALLING VALVES

The Contractor shall install the valves in a manner that will prevent leakage at the maximum operating pressure specified.

Valves and pipes shall be carefully aligned to prevent damage to threads or flanges during installation.

Surfaces of metal against which concrete will be placed shall be unpainted and free from oil, grease, loose mill scale, surface rust, and other debris or objectionable coatings.

Anchor bolts and other embedded appurtenances shall be secured in true position in the forms and held in alignment during the placement of concrete.

4.
OPERATIONAL TESTS

After the valves and appurtenances have been installed, they shall be cleaned, lubricated, and otherwise serviced by the Contractor in accordance with the manufacturer's instructions.
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