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1. CRITERIA.   Almost all of the material in the September 2009 VA Standard has 

been retained.  However, it is in a different order and has slightly different headings. 
Use of a stream is strongly discouraged, but not eliminated.   

 
2. CONSIDERATIONS.  Most of the Considerations are new. 
 
3. OPERATION AND MAINTENANCE.   Pumper testing frequency was increased 

from annually to semi-annually to be in line with the USDA-FS Dry Hydrant Manual.  
This frequency can be modified based on local fire protection policy. 

 


